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107th AVENUE OFFSITE WATER LINE PLANS
PROJECT No. ‘W-9309

APPROVALS
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" PINNACLE | PEAK = RD.
‘ FUTURE WELL
P SITE
- ;‘ff‘?‘t; T
DEER VALLEY RANCH 1
(PROPOSED) —~__| 2
<
DEER

VALLEY RD.

" WILDFLOWER MANOR
(PROPOSED) ———_

'ROSE GARDEN LANE

BEARDSLEY ROAD

LAKE PLEASANT RD.
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'NOT. TO SCALE
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APPROVED BY:

REVIEWED BY:.

/ﬁzx/qu

:5//3?)941
CITY ENGINEER ” DATE
(utlin O Tt 2/4[79
MARICOPA COUNTY DEPT. OF HEALTH SERVICES DATE

BUREAU OF PUBLIC HEALTH ENGINEERING ENVIRONMENTAL SERVICES

ALL OF THE ABOVE ITEMS ARE AS EVIDENCED BY THIS SET OF CERTIFIED

AS- BUILT CERTIFICATION

ORIGINAL "AS—BUILT" PLANS FOR PATTERSON WELL SITE, WATER PROJECT PROJECT NO. W—9309.

CERTIFIED BY:

LAND SURVEYOR

" BENCH MARK

| RAno«-{es.‘?Demzmaa YA

(L365) STANDARD USC & GS BRASS DISK IN 12" CONCRETE POST FLUSH W \

.5 MILES NORTH OF ROSE GARDEN LANE ON EAST SIDE OF 107th AVENUE
. 2.3 FEET WEST OF WITNESS POST. '
' 3.5 FEET EAST OF NORTH—SOUTH UTILITY POLE LINE.
22.0 FEET SOUTH OF UTILITY POLE.

ELEVATION 1247.203.

CITY OF PEORIA DATUM (10/5/93)

MAYOR
KEN FORGIA

VICE MAYOR
DAVID PEARSON

COUNCIL |

. FRED GALIOTO

- JOHNNY OSUNA
CATHY VINCENT
“ELLA MAKULA
! STEVE POE

_CITY ENGINEER_

ROBERT DARR

ATTORNEY
STEVE KEMP

_MANAGER _
PETER HARVEY

_CLERK
JAN GRAZIANO

UTILITY COMPANY

UTILITY COMPANY REVIEW

PLANS
REVIEWED

BY DATE

ARIZONA PUBLIC SERVICE

JOHN HERRERA

DIMENSION CABLE CARL McKAY
EL PASO GAS - ELTON BUELL
US WEST - KURT SAYER

CERTIFIED BY: Doﬂ__l, F'EP—mé S

AS- BUILT CERTIFICATION

s

ALL OF THE ABOVE ITEMS ARE AS EVIDENCED BY THIS SET- OF CERTIFIED
ORIGINAL "AS—BUILT" PLANS FOR PATTERSON WELL SITE, WATER PROJECT PROJECT NO. W—9309.

ENGINEER

C e

@ WATER VALVE
@) MANHOLE
VaN "~ ;. . TELEPHONE RISER
——— FENCE .~
24" VERTICAL CURB AND GUTTER
Q. . ' STREET SIGN -
® |  POWER POLE,
- . DOWN GUY I
— OH.E — OVERHEAD ELECTRIC LINE

~'{ ASPHALT PAVEMENT

CALL TWO WORKING DAYS
BEFORE YOU DIG

263-1100 -
1-800-STAKE-IT

(OUTSIDE. MARICOPA COUNTY)

-

©) COPYRIGHT 1993
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10.

11.
12.

13.

14.

15.

GENERAL NOTES

All construction is to conform to the latest MAG
specifications and details and City of Peoria Supplements to
MAG specifications and details unless modified on the plans.

Approval by the City Engineer means for general layout in
right—of—way only.

Approval is for nine (9) months time only. If construction
work is not started with nine (9) months, the plans are not
verified by the City Engineer.

Any quantities shown on the plans are not verified by the City
Engineer.

A City of Peoria off—site permit is required. The charge for
these permits are 3.5% of the contract price plus five (5)
dollars. Other permits, as required, will be secured from the
appropriate agency, i.e. County permits for County right—of—
way. -

The City Engineering Department shall be notified twenty—four
(24) hours prior to any construction work at 412-7210.
Construction work concealed without inspection shall be
subject to removal and replacement at contractor’s expense.

Prior to construction appropriate agency will be notified as
required.

No work to be started until after a City of Peoria permit has
been obtained.

All obstructions in right—of—way shall be removed prior to
construction.

Removal of all obstructions in the right—of—way shall be the
responsibility of the subdivider and/or developer.

An approved set of plans must be on the job site at all times.

Bedding for all waterlines which are twelve (12) inches and
under shall be Class D regardless of trench width and cover.
Pipe shall be laid with support under the full length of the
barrel with hand excavated holes for couplings. As allowable
alternate will be to lay pipe on three (3) inch mounds at the
third points of each pipe section with a required bedding
material of ABC, sand, or type B select material up to the
spring line of the pipe and water settled in place prior to
replacement of remaining bedding and backfill. Except in
those instances where the entire trench is filled with the
same material, it may be placed in the one lift and water
settled.

Bedding may be placed in one lift, except as otherwise
restricted above. (PER STD. DTL. 601.4)

All waterlines will have a minimum cover of forty—eight (48)
inches over the top of the pipe to finish grade in major
streets.

In all locations other than major streets:

a. Waterlines smaller than twelve (12) inches shall have
thirty—six (36) inches of minimum cover over the top of
the pipe from finish grade.

b.  Waterlines twelve (12) inches and larger shall have
forty—eight (48) inches of minimum cover over the top of
the pipe from finish grade.

Z:\931013\OFFSITE\1013WL—N.DWG

16.

17.

18.

19.

20.
21.

22.

23.

24.
25.

26.

27.

28.

MAG Standard Detail 404:

a. Protection required when distance between bottom of water
and top of sewer line crossings is twenty—four (24)
inches or less; except when sewer is a four (4) inch or
six (6) inch house connection, no protection is required
if distance is more than twelve (12) inches.

b. Reinforced encasement shall be required in all cases
where a sanitary sewer crosses above the waterline with
a vertical distance of twenty—four (24) inches or less.

Backfill of existing curb, gqutter, sidewalks, and roads to be
100% ABC to 95% density. All pavement replacement to be
according to MAG Detail 200 T—Top.

All compaction to be Type 1.
is required.

Unless otherwise noted, testing

Fire hydrants will not be furnished by the City of Peoria, but
manufacturer must be approved by the City of Peoria prior to
installation.

All valve boxes are to be Type A.
All valves (twelve (12) inches and under) to be resilient seat

AWWA approved gate valves and shall open by turning to the
left.

All valves over (12) inches are to be resilient seat

AWWA approved Butterfly valves and shall open by turning to the

left.

Valves are not to be in sidewalks, gutters, curb, or valley
gutters.

All ductile iron pipe shall be Class 52 (minimum).

PVC C900 Class 150 may be used for up to 12” main lines.
PVC C905 235 psi. will be used for Main Lines over 12" in size.

All 17 water services to consist of:

Double strap brass saddle

Brass corp stop

1” Type "K” Copper Pipe ASTM B—88
Brass .angle meter with lock
Concrete meter box with steel lid
Single family housing to be 1”7 with 3/4” meter (use a 1”
to 3/4” angle meter)

All 2" water services to consist of:
Double strap brass saddle

Ball type brass corp stop

2” Type "K” Copper Pipe ASTM B—88
Flanged outlet angle meter with lock
Concrete meter box with steel lid

®Q0U0

0000

The following MAG Uniform Standard Details are specifically
not approved:

a. 345-2 4", 8” Water Meter

b. 360 Fire Hydrant Installation

C. 389 Curb Stop with Valve Box & Cover

d. 391 "B” "C” Valve Box Installation

Contractors shall not operate City valves unless authorized by
Utility Superintendent or in an emergency.

10.

SPECIAL NOTES

All lines must be installed such as to be straight and void of
any dips or raises. No deflection allowed unless on a curved
street.

All thrust blocks to be inspected before pouring concrete.

Pressure testing will not be done until after contractor has
pretested 100% of the lines. Inspection testing must be
called twenty—four (24) hours in advance.

All mains will be chlorinated per Section 611 of MAG
specifications and samples will be taken on two (2)
consecutive days.

Contractor shall not make more than one tie—in to existing
mains until after all tests have been passed and approved by
the City inspector.

Foreman is to be on the job site at all times.

All stubouts shall have a two (2) inch brass ball corp stop as
a blow—off, left in place with a two (2) inch riser, per MAG
Standard Detail 390 "A”.

It is the contractor’s responsibility to notify the Project

Engineer before the fittings are covered so “as—built”
measurements may be taken. Any changes to the approved plans
must be authorized by the City Engineer before the change is
made in the field. |

Compaction test reports any mylar "as—builts” are required
before a Letter of Acceptance will be issued.

Contractor shall follow the guidelines and regulations as set
forth by OSHA.

© COPYRIGHT 1993

DEVELOPER:

DEVELOPMENT CORP.

D.P.P.

RURAL ROAD

S.

977
TEMPE, ARIZONA 85283

(602) 838—8777
.: (602) 838-9261

PHONE NO.:
FAX NO

PROJECT :

107th AVENUE

DRAWING :

WATERLINE PLANS

NOVEMBER 15, 1993

PREPARED :

NONE

SCALE :

SHEET :

OF :
JOB NO. :
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ARDEN LANE

|

%

g“%

O.H.E:

P 0%, g
=0y

[STA 0+46 ABJ |

((((((

.....‘.. ...... ’ \“;»,. P T }*. P

L+ EXISTING 12" ‘WATERL
T BSTING 127 - WATER g
............... "Q‘m“. D Y e . e e . tz‘l‘

k"t
e e e n,

INSTALL

1—-12"x12"x6" TEE
STA. O+41 REMOVE 2" BLOWOFF &|
CAP. 1—6" V.B. & C.—TYPE A
1 FIRE HYDRANT ASSEMBLY
20 L.F. (30 LF. A.B.)

12

INSTALL 20 L.F.

* CAUTION : HIGH PRESSURE
GAS LINES IN THIS AREA
CALL BLUE STAKE PRIOR

TO ANY EXCAVATION.

INSTALL |
713 L.F. 16" P.V.C.
WATERLINE. FOR SPECS)

CONTRACTOR RESONSIBLE TO REPAIR ANY
FENCE DAMAGE DURING CONSTRUCTION.

INSTALL

1-16” BUTTERFLY j—

-—7/\\~\\‘

40 20 0 40 80

120

S s e

SCALE IN FEET
SCALE : 1" = 40’

INSTALL

s 1240

INSTALL WATER VALVE MARKER
PER CITY OF PEORIA
REQUIREMENTS

53;

STA 7+54 AB.}
+ B
e

246 L.F. 16" P.V.CJ

(602) 838—-8777

RURAL ROAD
TEMPE, ARIZONA 85283

: (602) 838-9261

DEVELOPMENT CORP.

077 S.
PHONE NO.:
FAX NO

DEVELOPER:
D.P.P.

O.H.E.

EXIST. 15" S/L

""" R—

__2656.45' (TOTAL)

STA 10 + 00
NOVEMBER 15, 1993

4
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A

E. 1/4 COR. SEC.

19. FD. 1/2 RB

PREPARED :
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EXIST. HIGH

PRESSURE GAS LINE
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107th

AVENUE

AN
e i
.................

,,,,,,,,,
i,

,,,,,,,
Mo,

107th AVENUE
WATERLINE PLANS

CALL TWO WORKING DAYS
BEFORE YOU DIG

263-1100

1-800-STAKE-IT

(OUTSIDE MARICOPA COUNTY)

1"=40’ HOR./1"=4" VERT.

PROJECT :
DRAWING
SCALE :

8_1
58
-0

2] i’z‘n 7

FERRIS JR.

1242

......... =] 1242

1238

......... P 1238

1234

.......... “; 1234

1230

FAX (602) 931-7873

e R M 1230

PHONE (602) 956—9007

1228

RANDY DELBRIDGE

......... | 1228

1226 1

NO. L6060 | 6630 N. 47TH AVE. SUITE #7 GLENDALE, AZ. 85301

ARIZONA
NO. 18214
NEVADA
NO. 7680

ost01s |caurornia| SURVEYING SERVICES, INC.

3
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OF :
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o
+
o
S
SHEET




,,,,,,
%

INSTALL

359LF. 16" P.V.C} MAG DTL._390-*

,,,,,,,,,,,
e

STA. 13+59

INSTALL 34 LF. (44° AB.) 8" P.V.C.|

WATERLINE, 16”x16"x8" TEE
1-16" BUTTERLY VALVE, 1-8"
V..B & C—TYPE A

& 1’'—8"x2" TAPPED CAP
1’—2" 1.P. CORP, A§TOP PER.

— INSTALL WATER VALVE MARKERS
PER CITY OF PEORIA
REQUIREMENTS

"'7/“\

40 20 0 40 80 120

Py "

SCALE IN FEET
SCALE : 1" = 40’

INSTA

45 LF. 8" P.V.C. @
» TIE INTO EXIST. MH.

)

Ot
N

MATCH LINE SEE SHEET NO. 2|

‘‘‘‘‘‘‘‘‘‘‘‘‘‘‘‘‘‘
mmmmmmmmmmmmmmmmmmm

,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,
‘‘‘‘‘‘

-
#
~
“unnanmone <
PN o

107th

AVENUE

MATCH LINE SEE SHEET N

CALL TWO WORKING DAYS
BEFORE YOU DIG

263-1100
1-800-STAKE-IT

(OUTSIDE. MARKCOPA COUNTY)

1242

(602) 838-8777
(602) 838-9261

RURAL ROAD

DEVELOPMENT CORP.
TEMPE, ARIZONA 85283

PHONE NO.:
FAX NO.:

977 S.

DEVELOPER:
D.P.P.

- NOVEMBER 15, 1993

PREPARED :

107th AVENUE
WATERLINE PLANS

DRAWING :
1"=40" HOR./1"=4’ VERT.

PROJECT :
SCALE :

1238

1234

FAX (602) 931-7873

1230

47TH AVE. SUITE #7 GLENDALE, AZ. 85301
PHONE (602) 956-—9007

RANDY DELBRIDGE

N.

1226

6630

Z:\931013\OFFSITE\1013WL—2.DWG 10+00

NO. 7680

ARIZONA
NO. 18214
NO. L6060

NEVADA

o3101s |caurornia| SURVEYING SERVICES, INC.

4
8

OF :
JOB NO. :

SHEET :
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40 20 0 40 80 120

_— ]

SCALE IN FEET
SCALE : 1" = 40’

STA. 21+69
INSTALL 34 L.F. (44’ AB.) 8"
WATERLINE, 1-16"x16"x8" TEE|;
1—16" BUTTERFLY VALVE
18VB&CTYPEA |

(602) 838-8777

FAX NO.: (602) 838-9261

RURAL ROAD

DEVELOPMENT CORP.

877 S.
TEMPE, ARIZONA 85283

INSTALL 34 L.F. 12"
P.V.C. W/L WITH

TAPPED CAP, 1-12”
| V.B.&C. WITH 1'-2" |
»»»»»»»» B I.P. CORP. STOP PER|

INSTALL
16”x16"x16"x12}
CROSS
STA. 26+64

INSTALL
336 L.F. 16" P.v.C}/

PHONE NO.:

INSTALL
™ 169 L.F. 16" P.V.CJ—
WATERLINE. Il INSTALL WATER VALVE MARKERS 145 o

INSTALL
495L.F. 16" P.V.C.}

[ ]
"?1

PER CITY OF PEORIA
REQUIREMENTS

D.P.P.

“““““
""""""

MAG DTL. 390—"A" | CONTRACTOR RESONSIBLE T0 REPAR ANY | O

.5
DEVELOPER:

- T — ’ FENCE DAMAGE DURING CONSTRUCTION. 2%~
e o _—_T_ — . R A -

\\\\\\\\\\\\\\\\\
,,,,,,,,,,,,,,,,,

AAAAAA

STA 264636 AB.
1125 LT.

N 00" 54' 25" E_

STA 21+67.4 AB. |
3.8’ LT.

: _ N 00" 27 18" E M 2657.45
STA 26+64.8 AB. STA 261666 AB 1 T (TOTAL)
17' LT. 21,4 LT. ; T

) RS .

e V2RO i N\ 0
- O.H.E. *—

NOVEMBER 15, 1993

\__INSTALL WATER VALVE MARKERS .
PER CITY OF PEORIA '
REQUIREMENTS

STA 264583 AB.}
21.3 |

PREPARED :

FD. 1" PIPE 1.2 BELOW SURFACE| -
SET 1/2" REBAR OVER PIPE f

N.E. COR. SEC. 19
S.E. COR. SEC. 18
STA. 26 + 56.45

MATCH LINE - SEE SHEET NO

MATCH LINE - SEE SHEE

107th AVENUE

INSTALL 45 L.F. 16" P.V.C. W/L WITH |}
TAPPED CAP, 2—16" BUTTERFLY VALVES;
1-2" I.P. CORP. STOP PER
MAG DTL. 390-"A" g%

WATERLINE PLANS

CALL TWO WORKING DAYS
BEFORE YOU DIG

263-1100
1-800-STAKE-IT

(OUTSIDE ARICOPA COUNTY)

1”=40’ HOR./1”=4’ VERT.

PROJECT :
DRAWING
SCALE :

--------- 1248

(177 V. R FOUUUODROL DOUCOUORE ODDDRPDS DOOSORRENY Shbiutt [OURURDINE SODODDDROY DOURURDENY IRDDDDDROY DODOOSUREE DRDRDDDROE DOOCOORRRE RDRPPPOOY DOCIORERRE RDRRPOPDY DODIURORNE IODRDRDPON DODUUDITA PRURRRRDRE RpRERRRaRe oy ) ool ties bvatbuuty Usuubunt DURUDOUOE DUDOUIINE IRUODRUROY DUUOUIUURE IRURURDRDE DUDDUDUURS IRURUODUDE DUDDUUUIIN IRURDUDRDE UUUDPURE INURRODUOE DUDOUPUIRS IRURURDRDE F JF DUDION DRURRDDOSS DUUPUPUOON BRURURURUS DY DUDUTON DUUSRRUOUS RDPODUOSN DEUSRERRDE ODPDRDOIN IERSHEDODE OPOORDOSE DEORERRODE DPODPPODIN DEURIRREDE IDDPODDOTS DORERERRDE OPODODOD IOSRRRRR & &5 D008 DUSRRRRDE UDPRDOORY IOURIRRODE DODOOOOORY IRRRRDOOE DOPOOORRS 1244

......... 1240

1240

......... 1236

FAX (602) 931-7873

1236

PHONE (602) 956—9007

......... 1232

1232

RANDY DELBRIDGE

SURVEYING SERVICES, INC.

6630 N. 47TH AVE. SUITE #7 GLENDALE, AZ. 85301

2 - L T L G L 1228

NO. 7680

ARIZONA
NEVADA

NO. 18214
CALIFORNIA
NO. L6060

931013

5]
8

OF :

SHEET :
JOB NO. :

20+00 | 21+00 22+00 ‘ 23+00 24+00 25+00 ‘ 26+00 27+00 28+00 29+00 30+00 7:\931013\OFFSITE\1013WL—3.DWG




_._7 /\\
£ 7

40 20 0 40 80 120

o

o

| @ |
’ G /
~ | | SCALE IN FEET

R " [INSTALL 34 LF. 8" W/L 1"=40’ &
" |WITH TAPPED CAP,

1—16"x16"x8" TEE, 1—16”

,,,,,,,,,,,,,,, BUTTERFLY VALVE, 1-8" |

P V..B & C—TYPE A, 1-2" 1P}

,,,,,,,,,,,, CORP. STOP PER. MAG DTL.|

""""""""""""""""" 390—"A" STA. 31455

S INSTALL WATER VALVE MARKERS
/ PER CITY OF PEORIA
REQUIREMENTS

INSTALL 34 L.F. 8" W/L WITH |
TAPPED CAP, 1—16"x16"x8" TEE|
1—16”" BUTERFLY VALVE
J 1-8" V.,B & C—TYPE A
,5 & 1—-2""I.P. CORP.

STOP PER. MAG DTL.
390—"A" STA. 39+69 i

(602) 838-8777

. (602) 838-9261

|

|
&3
E

&

STA 39+68 A.B.
5 ’

i
i
i
@

55 L.F. 16” P.V.C}

DEVELOPMENT CORP.
077 S. RURAL ROAD
TEMPE, ARIZONA 85283

PHONE NO.:
FAX NO

&

INSTALL
,,,,,,,,,,,,,,,,,,,,,,,,,, 814 LF. 16" P.V.C|

,,,,,,,,
»»»»»»

CONTRACTOR RESONSIBLE TO REPAIR ANY
FENCE DAMAGE DURING CONSTRUCTION.

D.P.P.

DEVELOPER:

~—INSTALL WATER VALVE MARKERS

PER CITY OF PEORIA
REQUIREMENTS

— sesmmrnEAsRr

e e g
- —_— _——_—— - RAWLNE —— = = e e e e o o a
| l - 1250 A

N S Y R Y A VA v VI Vet
A T At G e e . G (N, v SNSRI ¥ SR, v S o

V. v. v
A A -X:

x

*
x
>
>3
x
x
b3

e T 39+69 AB. |
_ M _ _ _ T2 2657.45 ' (oA |2

STA 31+56 A.B.|

1247 153m - ~ 1248

NOVEMBER 15, 1993

..................... - O.H.E. o— 3 —e O.H.E. 0.H.E. i o

PREPARED :

INSTALL
31 L.F. 16" P.V.C.}

MATCH LINE - SEE SHEET NO. 6|

107th AVENUE
WATERLINE PLANS

CALL TWO WORKING DAYS
BEFORE YOU DIG

263-1100
1-800-STAKE-IT

107th  AVENUE o050

PROJECT
DRAWING :

B B M ol 1280

1250

1246 e IIII:IILI_I‘; e Z’ﬁflﬁiﬁlﬁ REDDIDREE FRDREOREDE SUREDREDON DRROREOREE MEORISREDS IDORIIUUN DURSORUURY FUCUPUUE SUPRURRUOY NRNUDRURIN FUPRUORDS DUPRURUUOE SURUORUIN NUREUREDE SUPRUPRUCE IORUPRUREN SEURRPI .l.'.uﬁﬁﬁﬁ el 1246

RSORRRRRE SOORIORURE SURSURUORN NRRDRUURRN DUURUDRUDE IRRRURRURN RDPRROI Z;Iﬁﬁﬁiﬁﬁ ORI SRS SURRDROY NPT ffﬁﬁﬁiﬁﬁﬁ """"" (D ) 1242

FAX (602) 931-7873

1242

PHONE (602) 956-—9007

ceee b L b ._| “““““““““““““““““““““““““ 1238

RANDY DELBRIDGE

1238

6630 N. 47TH AVE. SUITE #7 GLENDALE, AZ. 85301

NO. 7680

ARIZONA
NEVADA

NO. 18214
NO. L6060

931013 |caurornia | SURVEYING SERVICES, INC.

6
8

Z: \931013\OFFSITE\1013WL—4.DWG 30+00 31+00 32+00 ' 33+00 34+00 35+00 36+00 37400 38+00 39+00 40+00

OF :
JOB NO. :

SHEET :




o

INSTALL 34 L.F. 8" w/L|
/ |WITH TAPPED CAP,
f / / [1—16"x16"x8" TEE |
/"~ |t—16" BUTTERFLY VALVE}
1-8" V.,B & C-TYPE A |

& 1-2" I.P. CORP. STA 47+80 AB.|

STOP PER. MAG DTL.

40

20

(" ey —

0

40

80

SCALE IN FEET
SCALE : 1" = 40’

5"; " »
/ S 390—"A" STA. 47+80 — INSTALL WATER VALVE MARKERS
. )f é‘{ T O L T T R S S E e AR AR AT PER C‘TY OF PEOR' A
S INSTALL REQUIREMENTS

780L.F. 16" P.V.C.}

FENCE DAMAGE DURING CONSTRUCTION.

\CONTRACTOR RESONSIBLE TO REPAIR ANY

INSTALL

_— ol o . -
i
o s e

K
s
$

_NO0O 27 18" E

o751

NE - SEE SHEET NO. 5.

e — - S X
_ 2657.45' (TOTAL) M
STA 47+81 AB.]
E 4 2;_}.'5 1254 SEEEHE SRR GRS HERE s 1 254

e

O.H.E: 7 o " ]

——

LI

,,,,,,,

MATCH LINE - SEE SHEET NO. 7

120

DEVELOPER:

DEVELOPMENT CORP.
577 S. RURAL ROAD
TEMPE, ARIZONA 85283

D.P.P.
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RANDY DELBRIDGE

PHONE (602) 956—9007
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