
CHAPTER 5 – BUILDINGS AND BUILDING REGULATIONS 
Sec. 5-116. Backflow prevention devices. 
 
 (a) All backflow prevention assemblies required by the provision of this division shall be 
approved by the department. Installation of an approved assembly shall be made in accordance with 
the departmental regulations. Maintenance as recommended by the manufacturer of the device, and 
the department, shall be performed. The manufacturer's maintenance manual shall be available on-
site. Installation standards are available at the department. All backflow prevention assemblies shall 
be testable units and equipped with test cocks. 
 
 (b) The assembly shall have a diameter at least equal to the diameter of their service 
connection or service line at the point of connection. Each service connection will require its own 
backflow prevention assembly. 
 
 (c) The assembly shall be in an accessible location and installed as close to the service 
connection as practicable. 
 
 (d) All backflow prevention assemblies must comply with the standards of the department 
and the provisions of this division. A double check valve assembly shall only be used to protect 
against a nonhealth hazard (i.e. pollutant). A double check-detector valve assembly shall only be 
used to protect against a nonhealth hazard (i.e., pollutant). 
(Code 1977, §§ 8-2-3(8), (15), (16), 8-2-9) 
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